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An enhanced TRNSYS simulation model, NEM, of the behaviour of a domestic hot-water
(DHW) store, with an immersed heat-exchanger (HX), has been developed and validated. This
model simulates the dynamic heat-depletion and recovery processes in the immersed HX and
predicts the transient temperature-patterns for various DHW draw-oﬀ versus time proﬁles.
Realistic daily proﬁles (RDPs), based on ﬁeld studies, were developed to provide representa-
tive draw-oﬀ patterns for the testing of thermal stores and simulation studies. The eﬀects of
these RDPs and ﬁve other existing proﬁles on the stores performance are analysed using
the enhanced model. The simulation results indicate the importance of the HXs recovery,
as well as the number, type and time of occurrence of the draw-oﬀs in the proﬁle, on the ther-
mal stores performance. It is concluded that RDP proﬁles should be used in the performance
testing of thermal stores to obtain results that reﬂect conditions experienced in the ﬁeld.
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Nomenclature and abbreviations
BRE Building Research Establishment
C coeﬃcient
DHW domestic hot-water
d0 external diameter of the HXs coil (m)
EDHW power input to the domestic hot-water (W)
Eunsup unsupplied energy to domestic hot-water (W)
EN European norm for extracted daily pattern of domestic hot-water draw-
oﬀs
EU European extracted domestic hot-water draw-oﬀ
HX heat exchanger
h convection coeﬃcient for heat exchanger (W/m2K)
IEA International Energy Agency
k thermal conductivity (W/mK)
m Exponent in the Nusselt number equation (2)
mhx mass-ﬂow through heat exchanger (kg/s)
NEM new enhanced-model of store
Nu Nusselt number
n number
Ra Rayleigh number of water
RDP Realistic daily proﬁle
T temperature (C)
Tbot temperature at the bottom of the store (C)
Tcw inlet temperature of the heat-exchanger (i.e., of the cold water) (C)
TDHWmin minimum temperature of the domestic hot-water (C)
Thxbot temperature of lower part of the heat exchanger (C)
ThxOut outlet temperature of the heat exchanger (C)
ThxTop temperature of upper part of the heat exchanger (C)
Ttop temperature at the top of the store (C)
UAhx overall heat-transfer parameter for the heat exchanger (W/K)
VDHW volume of domestic hot-water (l)
Vequi equivalent volume (l)
VT45–43 volume of domestic hot-water at temperatures from 45 to 43 C (l)
VT43–40 volume of domestic hot-water at temperatures from 43 to 40 C (l)
VT < 40 volume of domestic hot-water at temperatures below 40 C (l)
Vunsup unsupplied volume of domestic hot-water with temperatures below
45 C (l)
DT temperature diﬀerence (C)
r root mean square temperature deviation (C)
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There is a variety of designs of hot-water stores commercially available. It is dif-
ﬁcult for most prospective purchasers to compare their performances and assess their
eﬃciencies. Thus laboratory and simulation procedures, that enable the performance
of thermal stores under conditions that correspond to those experienced in the ﬁeld,
are needed. Particular attention has to be paid to the designs of thermal stores fea-
turing immersed HXs, as these occasionally fail to provide a satisfactory hot-water
delivery (see Fig 1).
Various procedures have been used for the testing of domestic hot-water stores
[1,2]: these have employed diﬀerent proﬁles of DHW usage. The proﬁles range from
that for a continuous single draw-oﬀ discharge from the HX to a three draw-oﬀs pro-
ﬁle during a day [2], as well as proﬁles that attempt to simulate realistic usage [3].
However, most DHW proﬁles used are not based on experimental measurements
arising from ﬁeld studies.
One of the aims of the present study was to test the assumption that the DHW
proﬁle has a substantial inﬂuence on the perceived performance of the tested store.
The basis for this assertion is that the daily use of DHW in residential buildings is
characterised by several short-duration small-volume draw-oﬀs, rather than by a
few long extractions. The time elapsed between successive draw-oﬀs is the ‘‘recovery’’
period, during which the temperature of the water in the HX should have suﬃcient
time to rise substantially before the next demand occurs. In practice, this more real-
istic draw-oﬀ pattern should provide a better indication of the stores eﬀectiveness
than tests using a single or a limited number of draw-oﬀs, all based on the assump-
tion that the total volume of hot water withdrawn each day remains constant. Hence,
new DHW extraction-proﬁles are proposed for use in laboratory testing and com-
puter simulation behaviours of DHW stores.2. DHW storage
Two basic types of store are used for the supply of DHW. The ﬁrst utilises the
water in the store to accumulate heat for delivery directly to members of the house-
hold; in the second, the DHW passes through a heat exchanger immersed in the0
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Fig. 1. DWH proﬁle-plot for the rate of delivery of hot water versus time.
752 R. Spur et al. / Applied Energy 83 (2006) 749–773hot-water store, which acts as its source of heat. The latter type is considered in this
investigation. A standard vertical cylindrical store, with an immersed HX coil, which
has its cold-water inlet near at the bottom and heated water emerging from its outlet
near the top of tank was chosen – see Fig. 2. The basic design parameters are: stores
volume 160 l, height 1 m, internal diameter 0.45 m, with an externally clad thermal
insulation blanket of 4 cm thick polyurethane foam (k = 0.028 W/mK). The
heated-water supply from the original heat-source (e.g., a gas ﬂame) is connected
to the top of the water store and the return from the tank occurs near its bottom.
The inner helical HX is of copper pipe 22 mm external diameter, 37 m long and
coiled as shown in Fig. 2. The volume of water in the HX is approximately 12 l.
2.1. Storage-tank behaviour simulation-model
The TRNSYS software [4] was used to model mathematically the temperature
variations in the DHW store containing an immersed HX. TRNSYS oﬀers a variety
of ‘‘types’’ to simulate diﬀerent behaviours of components of a DHW system. The
most appropriate TRNSYS type, namely ‘‘Stratiﬁed-Fluid Storage Tank’’ type 60,
which was chosen for the purposes of this study, is described in detail by Klein
et al. [4]. This type enables the simulation of temperature stratiﬁcation within the
tank and incorporates a steady-state model of the behaviour of the immersed HX
that takes into account temperature stratiﬁcation in the tank. In the model, the over-
all heat-transfer parameter UAhx for the immersed HX is determined interactively.
The outside convection coeﬃcient h0 is calculated using the following expression:
h0 ¼ Nud0 ; ð1Þ
where
Nu ¼ C Ram; ð2ÞCW
DHWHeat supply
inlet
Return to
heat source 
Heat-exchanger’s
length 37m;
external diameter
22mm 1000mm
450mm
Fig. 2. Schematic of the considered system.
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of the HXs coil. The Nusselt number coeﬃcient C and exponent m can be deter-
mined from measured data by means of a statistical regression-analysis. According
to Holman [5], m = 0.25 for laminar ﬂow around the outside of the HX with values
of C ranging between 0.1 and 0.7: if a value cannot be obtained from measurements
for a particular conﬁguration, a typical value C = 0.5 is recommended [4]. Hence, in
this study, this value of C with m = 0.25 was used to analyse the inﬂuence of the
DHW proﬁle on the systems performance.
2.2. Eﬀect of heat storage in the HX (thereby enhancing the type 60 heat-storage
model)
The behaviour of the HX in the type 60 store is represented by a steady-state
model that ignores the heat stored within volume of the water in the HX. However,
the latter has to be taken into account to predict accurately the time-dependent
DHW outlet temperature during (i) a short duration draw-oﬀ and (ii) at the begin-
ning of an infrequent long draw-oﬀ when the whole volume of the HX can be at or
near the stores adjacent temperature. It was therefore desirable to extend the steady-
state HX behavioural model by considering the thermal mass of the water in the HX
itself.
So the new enhanced model NEM of the DHW tank, with an immersed HX, takes
into account the dynamics of heat storage in the water in the coiled pipe. The model
combines (i) TRNSYS type 60 for calculating the behaviour of the DHW storage
tank and the convective heat-exchange at the outer surface of the HX; and (ii) TRN-
SYS type 31 [4], which is a mathematical model simulating the heat-transfer and
heat-storage eﬀects within the HX. The HX is divided into three equal lengths, each
length being modelled by TRNSYS type 60, connected to a TRNSYS pipe type 31
component. The schematic diagram of the enhanced model is shown in Fig. 3.DHW
Store’s heat-
exchanger
type 60
Volume of HX
 pipe Type 31 
CW
Fig. 3. Schematic of the enhanced model NEM.
754 R. Spur et al. / Applied Energy 83 (2006) 749–773In order to determine the HXs outlet-temperature and the recovery behaviour
with respect to the stores temperature distribution, simulations for the same initial
conditions were carried out using the TRNSYS type 60 and the enhanced NEM
models, as described previously. The store is initially charged to a temperature of
80 C and, during the entire simulation, a ﬂow rate through the HX of 10 l/min
and an inlet temperature of 10 C are maintained. The resulting outlet temperature
(ThxOut) of the HX, as well as the temperatures at the top (Ttop) and the bottom
(Tbot) of the store for the NEM and type 60 store models are shown in Fig. 4.
The draw-oﬀ temperature proﬁle can be divided into three phases, namely a, b
and c. Phase a is characterised by the withdrawal of 12 l of water from the HX in
approximately 70 s. For the NEM, the HXs outlet temperature by deﬁnition has
to be the same (i.e., 80 C) as the temperature at the top of the store: the temperature
of the stores bottom starts to drop with a delay due to the relatively low heat con-
ductivity of the water. However, for the original store type 60, the initial temperature
of the ﬂow from the HX outlet is 75 C and the temperatures at the top and bottom
of the store start dropping immediately. Phase b shows a rapid decrease in the tem-
perature of the water ﬂowing out from the HX for the enhanced model until stable
conditions within the HX are attained: also the top-store temperature begins to de-
crease moderately quickly. This does not occur for the type 60 simulated tempera-
tures. Phase c of the simulation occurs when a steady-state heat transfer ensues.
Therefore, the curves of the DHW outlet temperature predicted by the original
model, of the type 60 store, and the NEM are approximately parallel in Fig. 4.
The time elapsed from the beginning of the simulation until a steady state is attained
explains the higher temperatures of the withdrawn water for the NEM.65
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Fig. 4. Store temperatures for standard TRNSYS (type 60) and the enhanced NEM simulating the HXs
behaviour. Initial store-temperature = 80 C, HXs ﬂow rate = 10 l/min, temperature of cold water
entering the HX = 10 C. Outlet temperature of the HX (ThxOut), and temperatures at the top (Ttop) and
bottom (Tbot) of the store.
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Once the NEM-enhanced TRNSYS model was developed, the next step was a
comparison of the predicted with the measured data obtained from Enplan [6] for
a complex HX arrangement – see Fig. 5(a) and 5(b). At the beginning of the exper-
iments, the store was charged to 85 C. Initially, there was no temperature stratiﬁca-
tion in the tank. The measured temperatures at the top (Ttop) and bottom (Tbot) of
the store, at the inlet (Tcw) and the outlet (ThxOut) of the HX as well as the mass ﬂow
(mhx) through the HX were subsequently recorded at 2s intervals. A thermostatic
mixing-valve was adjusted to obtain the chosen temperature of the DHW. Two mea-
surements, for diﬀerent ﬂow-rates, were undertaken: Fig. 5(a) is for the ‘‘low’’ HX
ﬂow-rate and Fig. 5(b) for the ‘‘high’’ HX ﬂow-rate. As can be seen in Fig. 5(a), there
was a delay of about 60 s in the water temperature (Tbot) drop at the bottom of the
store. The delay in the temperature drop (ThxOut) at the HX outlet was about 120 s.
Simultaneously the water temperature (Ttop) at the top of the store started visibly to
fall. The new enhanced TRNSYS model represented this dynamic behaviour well.
The temperature characteristics of the second comparison in Fig. 5(b) are similar
qualitatively.50
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Fig. 5. Comparison of the measured and predicted temperatures at the top and bottom of the store, and at
the outlet of the HX (ThxOut). Temperature (Tcw) of the cold water = 7.5 C.
756 R. Spur et al. / Applied Energy 83 (2006) 749–773There was good agreement between the experiment and its simulation. The tem-
perature diﬀerences are expressed by the mean square deviation
r ¼
ﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃﬃXn
i
DT 2
n
s
. ð3Þ
For the ‘‘low’’ HX ﬂow-rate, rTtop = 0.71 C at the top and rTbot = 0.59 C at the
bottom of the store, and rThxOut = 0.35 C at the outlet of the HX. For the ‘‘high’’
HX ﬂow-rate, the diﬀerences are rTtop = 0.33 C at the top, rTbot = 1.13 C at the
bottom of the store and rThxOut = 0.73 C for outlet of the HX.3. Existing DHW proﬁles
The DHW daily-consumption as well as the consumption pattern with time vary
from household to household [7]. In practice, it is therefore diﬃcult to deﬁne repre-
sentative DHW-demand proﬁles. So several DHW proﬁles are in common use, each
with a diﬀerent withdrawal-temperature pattern, ﬂow rate and time schedule of
draw-oﬀs in the course of a day.
For instance, EN 12977 [2] proposed a reference DHW withdrawal proﬁle for the
simulation of the behaviour of solar-heated domestic-hot-water systems (SDHW).
This proﬁle consists of three draw-oﬀs in the course of a day (namely at 7 am, noon
and 5 pm, the corresponding withdrawals being in proportions of the total daily
extraction of 2/5, 1/5 and 2/5, respectively) with a constant ﬂow-rate of 10 l/min.
A temperature TDHW = 45 C for the emergent DHW is assumed and the cold-water
temperature Tcw = 10 C.
For system testing and the comparison of performance, the BRE (Building Re-
search Establishment) laboratories use their own proﬁles. These are classiﬁed as
‘‘light’’, ‘‘medium’’ and ‘‘heavy’’, according to the ﬂow-rate and total volume of
the extracted DHW. Nine draw-oﬀ periods are spread, from 7:15 am to 21:30 pm,
throughout the day. The temperature diﬀerence DT between the hot and cold water
is assumed to be 55 C and the total volumes are for BRE1 168 l, for BRE2 298 l and
for BRE3 383 l.
CEN and CENELEC [8] suggest three extraction-cycles, which were developed
for the European measurement standards of DHW-storage appliances. These tap-
ping patterns apply to a variety of commonly used water-heating appliances and
storage vessels that are sold in the European market. The daily patterns are:
 EU1, 11 draw-oﬀs, with an energy equivalent of 36 l at 60 C (including one mod-
est shower in the evening);
 EU2, 23 draw-oﬀs, with an energy equivalent of 100 l at 60 C (including two
showers);
 EU3, 24 draw-oﬀs, with an energy equivalent of 200 l at 60 C (including two
baths and one shower).
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categorised according to ﬂow rate and desired temperature-diﬀerence between the
cold water (Tcw = 10C) and hot water. Dishwashing is assumed to be characterised
by three diﬀerent loads (small: 6 l; medium: 8 l; and large: 14 l; all at DT = 45 C),
whereas each shower consumes 40 l and a bath 103 l, both at DT = 30 C.
In recent years, several ﬁeld studies of DHW consumption-patterns have been car-
ried out in European countries [9–12]. These focused on the measurements of ﬂow-
rate and the temperature of the DHW. The collected data were evaluated statistically
and formed the basis for developing a mathematical model for the prediction of real-
istic whole-year load proﬁles for DHW [7]. This Jordan and Vajen model simulated
the behaviour of a solar combisystem in Task 26-IEA [13]: it considered daily,
weekly, annual and holiday probabilities of draw-oﬀ occurrences; and was used to
generate whole-year ﬂow-rate data for hot-water demands of 100, 200, 400, 800 l/
day, in time intervals between 1 h, down to 1 min.
Thus there is a wide diversity of DHW proﬁles for test and simulation purposes,
with a range of volume, duration and ﬂow rate of draw-oﬀs being used. However,
none of these proﬁles entirely suits the purposes of this study. For instance, the
Jordan and Vajen model [7], based on ﬁeld measurements, can reproduce a
DHW proﬁle in a household for each day of a whole year. However, the testing
of stores over a period of a whole year, under laboratory conditions would be
highly expensive and so not feasible. A more cost eﬀective way of testing DHW
stores would be to employ a daily proﬁle that best represents the usage of DHW
based on a statistical analysis of a whole-years data. In this investigation, such
proﬁles are proposed and developed, and their eﬀects on the DHW stores perfor-
mance analysed.3.1. Development of daily DHW draw-oﬀ proﬁles based on measured data
For an evaluation of the performance of a hot-water store, it is necessary to use
draw-oﬀ schedules representing a mean DHW proﬁle for that particular household.
In response, realistic daily proﬁles (RDPs), based on average daily DHW draw-oﬀ
proﬁles corresponding to realistic user behaviour, were evolved.
In the development of RDP proﬁles, recently conducted, statistically analysed
ﬁeld measurements, research studies and contemporary trends in Europe were uti-
lised. Basic considerations in the development of a RDP are as follows.3.1.1. Diﬀerent thermal loads and frequencies of draw-oﬀ occurrences
The basis for developing the mean daily-proﬁles was the processed statistical data
of DHW draw-oﬀs from ﬁeld measurements provided by Jordan and Vajen [7]. The
statistical data of Jordans model represent the average daily number, duration, ﬂow
rates and probabilities of four diﬀerent loads (short, medium, shower and bath) for a
daily DHW consumption of 200 l and are listed in Table 1.
Jordans model also provides the probability of occurrence for each load, statisti-
cally derived from measurements in the course of a day. While short and medium
Table 1
Draw-oﬀ data for the assumed daily DHW consumption of 200 l at 45 C [7]
Short Medium Shower Bath
Flow rate (l/min) 1 6 8 14
Duration (min) 1 1 5 10
Occurrences per day 28 12 2 0.143
Volume of load (l) 1 6 40 140
Volume per day (l) 28 72 80 20
Proportion of total volume 0.14 0.36 0.40 0.1
Water energy content (kWh) 1.14 2.93 3.26 0.81
758 R. Spur et al. / Applied Energy 83 (2006) 749–773loads are relatively uniformly spread from 5 am to 11 pm, the use of showers has the
highest probability around 7 am, being slightly lower near 7:30 pm and a bath is usu-
ally taken in the evening around 7 pm. The probability of any draw-oﬀ from 11 pm
to 5 am is low.
3.1.2. Water temperatures
In the past, the commonly used DHW temperature was around 55 C. So, high
heat-losses from the pipe between the store and the tap were one of the factors caus-
ing a signiﬁcant decrease in the DHWs temperature. Applications involving low-
temperature alternative sources of energy have resulted in the general acceptance
of 45 C as the adopted DHW temperature.
Also the temperature of cold water varies commonly between 5 and 15 C,
depending on the time of year and location. In common practice, the temperature
of cold water is assumed to be 10 C.
Therefore, for the RDP, the temperature of the DHW is assumed to be 45 C and
that of the cold water 10 C.
3.1.3. Volume of DHW
Jordans model was evolved for a daily consumption of 200 l. However, it is desir-
able to consider average daily DHW consumptions that represent speciﬁc categories
of usage. According to the SAVE-4 study [14], the equivalent daily hot-water con-
sumption of an average European citizen is 36 l (corresponding to 2.09 kWh), assum-
ing the temperature of the hot water is 60 C and that of the cold water 10 C.
According to DIN 4708 [15], a standard household comprises a four-room apart-
ment and is occupied by 3.5 persons. Therefore, the average daily hot-water con-
sumption of that standard household necessitates the expenditure 7.32kWh and
this corresponds to 180 l of water being heated through a temperature diﬀerential
DT of 35 C.
In order to cover the wide scale of DHW usages in households, it was decided to
propose, for assessment purposes in the market place, three RDP test proﬁles, based
on the same duration and ﬂow rates of thermal loads. A daily low-consumption
(100 l) proﬁle (RDP1) represents that for a two-person household, the standard-
consumption (180 l) proﬁle (RDP2) that for the standard 3.5 person household
R. Spur et al. / Applied Energy 83 (2006) 749–773 759and the high-consumption (320 l) proﬁle (RDP3) that for a 3.5 person household,
but with a high DHW consumption.
For each proﬁle, the number of baths and showers taken daily were chosen and
then, as per Jordans model, the number of small and medium loads was calculated
by proportioning to achieve the proﬁle volume. Draw-oﬀs from 11 pm to 5 am were
excluded from the proﬁle because of their low probabilities of occurrence.
3.2. Light realistic daily-proﬁle – RDP1 (see Fig. 6)
For this, the shower is used only once in the morning, a bath is excluded and the
number of short and medium loads is deduced proportionally from that of the stan-
dard proﬁle. The energy consumption is 4.07 kWh (see Table 2).
3.3. Medium realistic daily proﬁle – RDP2 (see Fig. 7)
This represents the average DHW proﬁle of a European household: the total cal-
culated quantity of DHW daily withdrawal is 180 l, with two showers, but no bath,
being taken. The ﬁrst shower is scheduled to occur at 7 am and second at 7:30 pm
and short loads and medium draw-oﬀs being taken from 5 am to 11 pm. The energy
equivalent of the demand is 7.33 kWh (see Table 3).0
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Fig. 6. ‘‘Light-load proﬁle’’ RDP1: ﬂow rates and occurrences of draw-oﬀs during the day.
Table 2
RDP1 parameters
Short Medium Bath Shower
Flow rate (l/min) 1 6 n/a 8
Duration (min) 1 1 n/a 5
Occurrences per day 18 7 n/a 1
Volume of load (l) 1 6 n/a 40
Volume per day (l) 18 42 n/a 40
Proportion of total volume 0.18 0.42 n/a 0.40
‘‘Light’’ DHW proﬁle 100 l/day.
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Fig. 7. ‘‘Medium-load’’ proﬁle RDP2: ﬂow rates and occurrences of draw-oﬀs during the day.
Table 3
RDP2 parameters
Short Medium Bath Shower
Flow rate (l/min) 1 6 n/a 8
Duration (min) 1 1 n/a 5
Occurrences per day 28 12 n/a 2
Volume of load (l) 1 6 n/a 40
Volume per day (l) 28 72 n/a 80
Proportion of total volume 0.16 0.40 n/a 0.44
‘‘Medium’’ DHW proﬁle 180 l/day.
760 R. Spur et al. / Applied Energy 83 (2006) 749–7733.4. ‘‘Heavy’’ realistic daily proﬁle – RDP3 (see Fig. 8)
This is for a high water-consumption household and includes one bath at 7 pm
and two showers namely at 7 am and 7:30 am. Short and medium loads are the same
as for the medium proﬁle. The total volume of DHW draw-oﬀs is 320 l, with an
equivalent energy expenditure of 13.03 kWh (see Table 4).0
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Fig. 8. ‘‘High-demand’’ load proﬁle RDP3: ﬂow rates and occurrences of draw-oﬀs during the day.
Table 4
RDP3 parameters
Short Medium Bath Shower
Flow rate (l/min) 1 6 14 8
Duration (min) 1 1 10 5
Occurrences per day 28 12 1 2
Volume of load (l) 1 6 140 40
Volume per day (l) 28 72 140 80
Proportion of total volume 0.09 0.23 0.44 0.25
‘‘Heavy’’ DHW proﬁle 320 l/day.
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An objective of this study was to analyze the eﬀects of diﬀerent draw-oﬀ proﬁles
on the performance of DHW stores using the TRNSYS simulation. In practice,
every DHW storage system operates under speciﬁc stimulations and conditions, such
as diﬀerent heat-sources, positions of the stores thermostat sensors and set control-
temperatures. In order to avoid confusion and misleading results due to the various
systems, it became apparent that a testing and simulation protocol for DHW storage
systems, based on precisely deﬁned testing-conditions and procedure, had to be spec-
iﬁed. The resulting test process, i.e., the outcome of this investigation, was designed
to replicate the usage pattern of the DHW store when the store is charged to a spec-
iﬁed temperature by a heat source, then discharged in the course of the day by a se-
quence selected from several diﬀerent draw-oﬀ patterns and, after being depleted, the
store being thermally recharged.
The proposed test conditions assume an initially charged store at 80 C with no
additional energy being added during the test. Testing can be carried out with, or
without, a thermostatic mixing-valve set at Tdhw = 45 C and the temperature Tcw
of the inlet cold water is considered to be 10 C.
A comparison of six diﬀerent proﬁles was carried out over a day, in order to
examine the eﬀect of the number of draw-oﬀs on the stores performance. For this
comparison, the RDP2 proﬁle (42 draw-oﬀs), EU2 proﬁle (24 draw-oﬀs) [8] BRE1
proﬁle (8 draw-oﬀs) and EN 12977 proﬁle (3 draw-oﬀs) [2] were chosen. Addition-
ally, as a benchmark, the frequently-used laboratory test of a single draw-oﬀ was
added. The draw-oﬀ proﬁle was run at both at the beginning of the day and at noon
in order to explore the inﬂuence of the time of draw-oﬀ on the stores performance.
To enable a valid comparison of diﬀerent proﬁles, the volume of RDP2 (i.e., 180 l of
hot water) was chosen as the reference volume. The total volume involved in the
EU2mod (modiﬁed) and BRE1mod draw-oﬀs was adjusted to 180 l with each sepa-
rate draw-oﬀ proportionally increased. All proﬁles are shown in Fig. 9.
4.1. Simulation of store behaviours
The set of simulations was carried out using the thermal store described in Section
2.2 connected to a thermostatic mixing-valve, as is usually installed in practice. The
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Fig. 9. Flow rates and occurrences of draw-oﬀs for six DHW proﬁles – RDP2, EU2mod [8], BRE1mod,
EN 12977 [2] and single draw-oﬀ with starts at noon (1 draw-oﬀ) and beginning of a day (1 draw-oﬀ0).
Total water-volume of each proﬁle is 180 l.
762 R. Spur et al. / Applied Energy 83 (2006) 749–773valve merges the heated water from the HX with cold water, at 10 C, from the
mains to achieve the desired DHW temperature of 45 C. The predicted tempera-
tures in the store and HX for each proﬁle are plotted in Fig. 10. However, some
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upper (ThxTop) and lower regions (ThxBot).
R. Spur et al. / Applied Energy 83 (2006) 749–773 763laboratory tests of stores are conducted without a thermostatic mixing-valve in order
to avoid having to evaluate the behaviour of the store and valve as a two-component
system. Therefore simulations were also carried out without a thermostatic
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764 R. Spur et al. / Applied Energy 83 (2006) 749–773mixing-valve. Because the simulation characteristics of the same proﬁle, with and
without, a thermostatic mixing-valve, are similar, proﬁle simulation results without
a thermostatic mixing-valve are not provided.
The temperatures at the top (Ttop) and the bottom (Tbot) of the store as well as the
temperatures at the bottom (ThxBot) and the top (ThxTop) of the HX for six diﬀerent
R. Spur et al. / Applied Energy 83 (2006) 749–773 765draw-oﬀs proﬁles, namely RDP2, EU2mod, BRE1mod, EN 12977, 1 draw-oﬀ and 1
draw-oﬀ0, are plotted in Fig. 10. The store was initially charged to 80 C. While the
temperature ThxTop drops only slightly for short and medium draw-oﬀs for the
RDP2 and EU2 proﬁles, for long draw-oﬀs, the ﬂow temperature decreases more
noticeably. The highest temperature decrease occurs when the store temperature is
low and a prolonged high ﬂow-rate draw-oﬀ is made.
4.2. Eﬀects of temperature recovery in the HX and number of draw-oﬀs
During each draw-oﬀ, the temperature in the HX pipe drops from that of the
adjacent stored water. This diﬀerence depends on the length of the HXs pipe, the
duration of the draw-oﬀ, the ﬂow rate through the HX, the temperatures of the cold
and hot water, the storage temperature and also on the location of the HX within the
store. Once the draw-oﬀ is stopped, the temperature in the HX begins to rise and, if
suﬃcient time is allowed, it reaches the temperature of the surrounding stored water.
The enhanced store model NEM predicts the temperature-recovery eﬀect in the HX,
which is important for the precise simulation of each draw-oﬀ of the proﬁle. The ef-
fects of temperature recovery in the HX and the DHW stores temperature for each
proﬁle can be seen in Fig. 10. The temperature (ThxBot) at the bottom of the HX
drops after the start of the draw-oﬀ due to cold water entering the HX. When the
ﬂow through the HX is stopped, its temperature starts to rise and eventually reaches
the same temperature as the adjacent region in the store. The temperature (ThxTop) at
the top of HX is not aﬀected signiﬁcantly by short and medium draw-oﬀs, as the
water originally within the HX is far from entirely withdrawn. A signiﬁcant temper-
ature-drop only ensues for long draw-oﬀs. Then the temperature-recovery eﬀect is
initiated and the temperature in the HX reaches the temperature at the correspond-
ing upper level in the store. Generally, the HXs recovery takes about 20 min depend-
ing on the temperature diﬀerence and the HXs heat-transfer coeﬃcient.5. Analysis simulation results
5.1. Analysis of the behaviour of the system with a thermostatic mixing-valve
The main simulation results for each proﬁle are summarised in Table 5. These in-
clude the withdrawal volume (VDHW) and the consumed energy for the DHW (EDHW),
‘‘unsupplied’’ energies required for the DHW to reach 45 C (Eunsup) and for the total
volume of DHW below 45 C (Vunsup), ratios of unsupplied and supplied energies
(Eunsup/EDHW) and volumes (Vunsup/VDHW), volumes of withdrawn DHW at a temper-
ature between 45 and 43 C (VT45–43), 43 to 40 C (VT43–40), below 40 C (VT < 40) and
minimum temperature (TDHWmin) reached during the simulation for each of the pro-
ﬁles RDP2, EU2mod, BRE1mod, EN 12977, 1 draw-oﬀ and 1 draw-oﬀ0.
This analysis focuses primarily on the ratios of unsupplied volume and energy and
the minimum temperature because the other parameters are to a certain degree
already involved in these parameters. The comparison of the pertinent values of
Table 5
Comparison of diﬀerent proﬁles RDP2, EU2mod, BRE1mod, EN 12977, 1 draw-oﬀ and 1 draw-oﬀ0 when a thermostatic mixing-valve is employed
Proﬁle VDHW
(l)
Vunsup
(l)
Vunsup/VDHW
(%)
VT45–43
(l)
VT43–40
(l)
VT < 40
(l)
TDHW, min
(C)
EDHW
(kWh)
Eunsup
(kWh)
Eunsup/EDHW
(%)
RDP2 180 0 0.0 0.0 0.0 0.0 45.0 7.333 0.000 0.00
EU2mod 180 24 13.4 8.4 14.4 1.2 39.9 7.264 0.069 0.95
BRE1mod 180 19.3 10.7 2.7 11.3 5.3 39.1 7.294 0.039 0.53
EN12977 180 22 12.2 6.7 13.3 2.0 39.6 7.275 0.027 0.79
1 Draw-oﬀ 180 20 11.1 6.7 12.7 0.7 40.0 7.285 0.048 0.66
1 Draw-oﬀ0 180 2 1.1 2.0 0.0 0.0 44.5 7.332 0.001 0.01
Compared parameters. Withdrawn volume (VDHW), energy DHW (EDHW), ‘‘unsupplied’’ energy to DHW below a temperature level of 45 C (Eunsup), total
volume of DHWbelow 45 C (Vunsup), volume of DHWat temperatures from 45 to 43 C (VT45–43), volume of DHWat temperatures from 43 to 40 C (VT43–40),
volumeofDHWat temperatures below40 C(VT < 40),minimum temperature reachedduring the simulation (TDHWmin), ratios of unsupplied and supplied energy
(Eunsup/EDHW) and volume (Vunsup/VDHW).
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R. Spur et al. / Applied Energy 83 (2006) 749–773 767the the ratio (Vunsup/VDHW) shows that the RDP2 proﬁle always provides DHW at
the required temperature of 45 C, whereas the other proﬁles fail to do so to a varying
degree. The ratio (Vunsup/VDHW) varies from 11.1% for a single draw-oﬀ to zero for
RDP2. A decreasing trend of the ratio corresponds to the increasing number of
draw-oﬀs in the proﬁles. However, the values of (Vunsup/VDHW) for EU2mod at
13.3% and single draw-oﬀ0 at 1.1% do not comply with this trend. The reason for
the EU2mod ‘‘high’’ unsupplied volume-ratio can be explained by a prolonged, high
ﬂow-rate draw-oﬀ (i.e., an evening shower of 46.5 l) at the end of the proﬁle, when the
store is at a relatively low temperature. The large diﬀerence of the ratio (Vunsup/
VDHW) between the single draw-oﬀ and single draw-oﬀ0 proﬁle of 10% demonstrates
that the time of occurrence aﬀects the performance of the store. The choice of proﬁle
accounts for a diﬀerence of up to 13.3% in the unsupplied volume-ratio.
The unsupplied energy-ratio (Eunsup/EDHW) follows a similar trend as described
above, with a maximum diﬀerence between proﬁles of 0.95%.
In Table 5, the volumes of water below 45 C for the three speciﬁed temperature
ranges are also listed. These data give a more detailed picture of the degree of un-
der-performance. The minimum achieved-temperature (TDHWmin) is listed for each
proﬁle and shows that the RDP2 always attained the required temperature of 45 C,
whereas for all other proﬁles, the minimum temperature was approximately 40 C.
However, the single draw-oﬀ0 proﬁle achievedTDHWin = 44.5 Cdue to the whole vol-
ume of the DHW being withdrawn from a fully-charged store at temperature 80 C.
Overall, the results indicate that three proﬁle-parameters have a direct impact on
the performance of the store. A larger number of small draw-oﬀs in the proﬁle for a
constant daily draw-oﬀ results in a better storage performance. Substantial draw-oﬀs
occurring later in the day decrease the performance due to the lower store tempera-
ture. The length and ﬂow rate of individual draw-oﬀs also aﬀect the performance.
5.2. Analysis of the systems behaviour without a thermostatic mixing-valve
These simulation results, for the same parameters as in the previous analysis, are
shown in Table 6. The comparison of the unsupplied-volume ratios follows the pre-
viously mentioned pattern and conﬁrms the conclusion that a higher number draw-
oﬀs signiﬁcantly decreases the unsupplied-water-volume ratio. The maximum diﬀer-
ence of unsupplied-water-volume ratio between the RDP2 and the single draw-oﬀ
pattern is 11.6%. The eﬀect of the time of occurrence of the draw-oﬀ can be signif-
icant; the diﬀerence in unsupplied-volume ratio between a single draw-oﬀ at noon
and at the beginning of the day is 5.5%.
Comparison of the unsupplied-energy ratio follows the same trend as the volume ra-
tio and the maximum diﬀerence between the RDP2 and the EN12977 patterns is 3.5%.
The minimum hot-water temperature recorded for the BRE1mod proﬁle is low at
29.3 C, which is caused by two long draw-oﬀs at the end of the proﬁle. RDP2 again
shows the least fall in the required temperature, with TDHWmin = 34.2 C.
As there is no thermostatic mixing-valve, an evaluation of the energy content of
the equivalent volume has been made, i.e., how much energy can be withdrawn from
the thermal store? For comparison, the expended energy can be indicated by the
Table 6
Comparison of behaviours for proﬁles RDP2, EU2mod, BRE1mod, EN 12977, 1 draw-oﬀ and 1 draw-oﬀ0 for the system without a thermostatic mixing-valve
Proﬁle VDHW
(l)
Vunsup
(l)
Vunsup/VDHW
(%)
VT45–43
(l)
VT43–40
(l)
VT < 40
(l)
TDHW,min
(C)
EDHW
(kWh)
Eunsup
(kWh)
Eunsup/EDHW
(%)
RDP2 180 54.0 30.0 4.0 9.0 41.0 34.2 9.849 0.437 4.4
EU2mod 180 56.8 31.5 13.6 3.6 39.6 30.0 9.614 0.570 5.9
BRE1mod 180 66.7 36.9 6.0 4.0 56.7 29.3 9.410 0.694 7.4
EN12977 180 67.5 37.5 5.0 5.0 57.5 30.0 9.090 0.723 8.0
1 Draw-oﬀ 180 75.0 41.7 10.0 12.5 52.5 30.7 8.932 0.682 7.6
1 Draw-oﬀ0 180 65.0 36.1 7.5 12.5 45.0 31.8 9.413 0.557 5.9
Parameters. Withdrawn volume (VDHW), energy in the DHW (EDHW), unsupplied energy to DHW below the temperature level of 45 C (Eunsup), total volume
of DHW at below 45 C (Vunsup), volume of DHW at temperatures from 45 to 43 C (VT45–43), volume of DHW at temperatures from 43 to 40 C (VT43–40),
volume of DHW at temperatures below 40 C (VT < 40), the minimum temperature (TDHWmin) reached during the simulation as well as ratios of ‘‘unsupplied’’
and ‘‘supplied’’ energies (Eunsup/EDHW) and volumes (Vunsup/VDHW).
768
R
.
S
p
u
r
et
a
l.
/
A
p
p
lied
E
n
erg
y
8
3
(
2
0
0
6
)
7
4
9
–
7
7
3
242
231
223
219
231
236
180
190
200
210
220
230
240
250
NRP2 EU2 BRE1mod EN12977 1draw-off 1draw-off0
Eq
ui
va
le
nt
 v
ol
um
e 
(45
˚C
) [
litr
es
]
Fig. 11. Comparison of diﬀerent proﬁles namely RDP2, EU2mod, BRE1mod, EN 12977, 1 draw-oﬀ and 1
draw-oﬀ0 equivalent volume (Vequi) of withdrawn hot-water, without thermostatic mixing-valve for hot-
water delivered at 45 C.
R. Spur et al. / Applied Energy 83 (2006) 749–773 769equivalent volume of DHW at a temperature of 45 C. Results show that, even
though the store volume is the same, diﬀerent equivalent volumes of hot water at
Tequi = 45 C will be withdrawn to satisfy the diﬀerent proﬁles.
In Fig. 11, the equivalent volume (Vequi) for each proﬁle is shown. RDP2 has the
highest equivalent volume of 242 l, whereas the single draw-oﬀ proﬁle manages only
219 l. The diﬀerence can be ascribed to the number of draw-oﬀs for the proﬁle and the
times of withdrawal. The single draw-oﬀ0 has an equivalent volume of 231 l compared
with 219 l for single draw-oﬀ, which occurs later, i.e., at noon. The maximum equiv-
alent volume diﬀerence between the RDP2 and the single draw-oﬀ is 9%.
It can be concluded from the results of these simulations that the stores perfor-
mance is aﬀected by the number of draw-oﬀs in the proﬁle: long draw-oﬀs do not
provide as much energy from a thermal store as several shorter draw-oﬀs and the
time of day of the occurrence of the draw-oﬀ is also an important factor.6. Summary and conclusions
 The simulations carried out demonstrated that the TRNSYS model of the strat-
iﬁed store type 60 is not able to predict accurately the behaviour of a store with an
immersed DHW HX for short draw-oﬀs.
 An enhanced dynamic model NEM for an immersed HX was developed and val-
idated against measured data. The enhanced dynamic model NEM takes into
account the volume of the HX and the temperature-recovery processes for the
HX after a draw-oﬀ.
 A need was identiﬁed for a realistic DHW daily-proﬁle for testing and simulation
of thermal stores.
 Three realistic daily proﬁles, based on ﬁeld measurements, were developed –
namely RDP1 ‘‘light’’ 100 l, RDP2 ‘‘medium’’ 180 l; and RDP3 ‘‘heavy’’ 320 l.
770 R. Spur et al. / Applied Energy 83 (2006) 749–773 A methodology for the comparison of diﬀerent DHW draw-oﬀ proﬁles has been
developed, based on parameters such as the ratios of unsupplied volume or
energy, proportions of volumes at lower temperatures than required, minimum
temperature experienced and the equivalent volume.
 The comparison proved that signiﬁcant diﬀerences in behaviour exist between pro-
ﬁles RDP2, EU2mod, BRE1mod, EN 12977, single draw-oﬀ and single draw-oﬀ0.
 The comparison found that three parameters signiﬁcantly aﬀected the stores per-
formance – the number of draw-oﬀs, late (in the day) long draw-oﬀs with high
ﬂow-rates and the time of a shower and bath draw-oﬀs. The diﬀerences are signif-
icant; store performance being 13.3% higher for the RDP 2 proﬁle than for the
traditional single draw-oﬀ testing DHW proﬁle.
 The immersed heat-exchanger coil should be located in the upper region of the
hot-water tank, so as to achieve high heat-extraction rates from the tank water.Table 7
Realistic daily-proﬁle RDP1 for a withdrawn water volume of 100 l: type, volume, ﬂow rate, energy and
times of occurrences of draw-oﬀs during the day
Number of withdrawal Time (hh:mm) Energy (kWh) Flow rate (kg/h) Volume (l) Type of load
1 05:00 0.041 60 1 Short
2 05:15 0.244 360 6 Medium
3 06:00 0.041 60 1 Short
4 07:00 1.628 480 40 Shower
5 08:00 0.041 60 1 Short
6 08:15 0.244 360 6 Medium
7 09:00 0.041 60 1 Short
8 10:00 0.041 60 1 Short
9 11:00 0.041 60 1 Short
10 11:15 0.244 360 6 Medium
11 12:00 0.041 60 1 Short
12 13:00 0.041 60 1 Short
13 14:00 0.041 60 1 Short
14 14:15 0.244 360 6 Medium
15 15:00 0.041 60 1 Short
16 16:00 0.041 60 1 Short
17 17:00 0.041 60 1 Short
18 17:15 0.244 360 6 Medium
19 18:00 0.041 60 1 Short
20 19:00 0.041 60 1 Short
21 20:00 0.041 60 1 Short
22 20:15 0.244 360 6 Medium
23 21:00 0.041 60 1 Short
24 22:00 0.041 60 1 Short
25 22:50 0.244 360 6 Medium
26 23:00 0.041 60 1 Short
Total 4.03 100
Appendix
Developed realistic daily proﬁles (RDPs) are given in Table 7–9.
Table 8
Realistic daily-proﬁle RDP2, for a withdrawn water volume of 180 l: type, volume, ﬂow rate, energy and
times of occurrences of draw-oﬀs during the day
Number of withdrawal Time (hh:mm) Energy (kWh) Flow rate (kg/h) Volume (l) Type of load
1 05:00 0.041 60 1 Short
2 05:40 0.041 60 1 Short
3 05:45 0.244 360 6 Medium
4 06:20 0.041 60 1 Short
5 06:55 0.041 60 1 Short
6 07:00 1.628 480 40 Shower
7 07:15 0.244 360 6 Medium
8 07:40 0.041 60 1 Short
9 08:20 0.041 60 1 Short
10 08:45 0.244 360 6 Medium
11 09:00 0.041 60 1 Short
12 09:40 0.041 60 1 Short
13 10:15 0.244 360 6 Medium
14 10:20 0.041 60 1 Short
15 11:00 0.041 60 1 Short
16 11:40 0.041 60 1 Short
17 11:45 0.244 360 6 Medium
18 12:20 0.041 60 1 Short
19 13:00 0.041 60 1 Short
20 13:15 0.244 360 6 Medium
21 13:40 0.041 60 1 Short
22 14:20 0.041 60 1 Short
23 14:45 0.244 360 6 Medium
24 15:00 0.041 60 1 Short
25 15:40 0.041 60 1 Short
26 16:15 0.244 360 6 Medium
27 16:20 0.041 60 1 Short
28 17:00 0.041 60 1 Short
29 17:40 0.041 60 1 Short
30 17:45 0.244 360 6 Medium
31 18:20 0.041 60 1 Short
32 19:00 0.041 60 1 Short
33 19:15 0.244 360 6 Medium
34 19:30 1.628 480 40 Shower
35 19:40 0.041 60 1 Short
36 20:20 0.041 60 1 Short
37 20:45 0.244 360 6 Medium
38 21:00 0.041 60 1 Short
39 21:40 0.041 60 1 Short
40 22:15 0.244 360 6 Medium
41 22:20 0.041 60 1 Short
42 23:00 0.041 60 1 Short
Total 7.33 180
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Table 9
Realistic daily-proﬁle RDP3, for a withdrawn water volume of 320 l: type, volume, ﬂow rate, energy and
times of occurrences of draw-oﬀs during the day
Number of withdrawal Time (hh:mm) Energy (kWh) Flow rate (kg/h) Volume (l) Type of load
1 05:00 0.041 60 1 Short
2 05:40 0.041 60 1 Short
3 05:45 0.244 360 6 Medium
4 06:20 0.041 60 1 Short
5 06:55 0.041 60 1 Short
6 07:00 1.628 480 40 Shower
7 07:15 0.244 360 6 Medium
8 07:30 1.628 480 40 Shower
9 07:40 0.041 60 1 Short
10 08:20 0.041 60 1 Short
11 08:45 0.244 360 6 Medium
12 09:00 0.041 60 1 Short
13 09:40 0.041 60 1 Short
14 10:15 0.244 360 6 Medium
15 10:20 0.041 60 1 Short
16 11:00 0.041 60 1 Short
17 11:40 0.041 60 1 Short
18 11:45 0.244 360 6 Medium
19 12:20 0.041 60 1 Short
20 13:00 0.041 60 1 Short
21 13:15 0.244 360 6 Medium
22 13:40 0.041 60 1 Short
23 14:20 0.041 60 1 Short
24 14:45 0.244 360 6 Medium
25 15:00 0.041 60 1 Short
26 15:40 0.041 60 1 Short
27 16:15 0.244 360 6 Medium
28 16:20 0.041 60 1 Short
29 17:00 0.041 60 1 Short
30 17:40 0.041 60 1 Short
31 17:45 0.244 360 6 Medium
32 18:20 0.041 60 1 Short
33 19:00 0.570 840 140 Bath
34 19:09 0.041 60 1 Short
35 19:15 0.244 360 6 Medium
36 19:40 0.041 60 1 Short
37 20:20 0.041 60 1 Short
38 20:45 0.244 360 6 Medium
39 21:00 0.041 60 1 Short
40 21:40 0.041 60 1 Short
41 22:15 0.244 360 6 Medium
42 22:20 0.041 60 1 Short
43 23:00 0.041 60 1 Short
Total 7.86 320
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